The electric cable leading into the AESS box
had been used as a hand-hold by personnel
climbing to the top of the platform above. Pot-
ting compound around the cable had worked
loose, allowing water to leak in. Repair person-
nel found the control box full of water. Further-
more, the ground had been pulled loose.
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Personnel had been using this cable as a step.
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This fresh-water leak over the fueling station hadn’t
been fixed, but the crew member who was shocked
in this mishap was lucky not to have been standing
in water.

™ This investigation
photo identifies dis-
crepancies contribut-
ing to the mishap
that resulted in an
airman getting an
early morning shock.




